Mobile agent based-approach for enhancing energy efficient cloud data centre network by Okonor, Ogechukwu M. et al.
Mobile Agent Based-Approach for Enhancing Energy Efficient Cloud 
Data Centre Network 
 
Ogechukwu M Okonor, Mo Adda, Oliver Spear and Alex Geogov 
School of Computing 
University of Portsmouth 
United Kingdom 
ogechukwu.okonor@port.ac.uk, mo.adda@port.ac.uk, oliver.spear@myport.ac.uk and alex.geogov@port.ac.uk 
 
Abstract: Cloud computing has become the bedrock of new, emerging smart technology. It has numerous benefits 
that encourage small, medium and large enterprises to use other technology through the internet. Despite the 
benefits of cloud technology, the challenge of the high power consumption rate it incurs as its leverages its 
promised attributes remains. This paper used mobile agent technology to solve the complexity problem in the 
data centre system, which happens to be the backbone of cloud technology. The mobile agent was embedded to 
both servers and switches to regulate their activities and then shut down underutilised components. Mobile agent 
(Java agent) is the first of its kind used on a cloud network. Our proposed approach saved a significant amount 
of energy and also improved the entire system performance during runtime.  
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1 Introduction 
 
Cloud computing is continuing to gain broader acceptance in the information technology world because it 
provides the simplest way of accessing servers, storage and other software applications through the internet. The 
revolution of network-based services via the internet like online shopping, social networking, internet of things 
and video broadcasting service has shown the significance of cloud innovation. Cloud systems have vast network 
architecture, interconnectivity capability and flexibility. This cloud attribute enables secure internetwork 
connections to multichannel through the internet. The author [1] acknowledged that cloud technology is the future 
and backbone for more incoming smart wireless innovations. Okonor said that cloud services had leveraged the 
deadlock in the IT world due to its acceptability and affordability.  
Cloud communication flow can be categorised into two main parts; the cloud-to-user flow and the intra-cloud 
flow. Compared to the era of fewer cloud activities where local computers hold all the data and software for the 
user to now where correspondences are received on request from the cloud data centre. Cisco calculated that 
network traffic is the fastest -growing data centre component, rising to 4.3ZiB in 2016 with a combined annual 
growth rate of 44% [2]. 
All of these fantastic cloud computing attributes of the cloud system wouldn’t have been valid without its 
unseen data centre infrastructure. Therefore, for clarity cloud operation depends on the geographical location of 
distributed data centre networks. For cloud system sustainability purposes, it is essential to understand the design, 
performance and management strategy that creates an optimal data centre.  
The Data centre(DC) structure is a multitude of networks of both computing and storage devices. Data centres 
are designed in such a way that it must be agile, resilient, communicative, powered 24/7 and produce an 
acceptable throughput. A data centre can be in a centralised or distributed mode of operation. The architectural 
design of the data centre affects its structural performance, i.e. how the server connects to the switches and its 
deployment mechanism. A typical data centre structure consists of a core, switches, pods, servers and virtual 
machines(VM) which enable the delivery of shared software applications. The data consumes a substantial 
amount of energy during its activities runtime to be able to maintain the service level agreement(SLA) agreed by 
the cloud service providers; one of the adverse effects on cloud technology. 
To evaluate the performance and efficiency of the data centre, we measured the amount of supplied electrical 
energy that turned into computing power during the network transmission process. Research Publication from 
[3] forecasted that in Europe, data centres would consume up to 93TWh by 2020. Furthermore, it is evident from 
Andera [4] research article that the power usage rate keeps increasing. By 2025, the data centre would amount to 
the most significant ICT share of global electricity production at 33%, followed by smartphones (15%). An 
American researcher validated the finding of Andrea in 2019 by modelling actual figures available on power 
usage trend of the data centre will be up to 20% of global electricity by 2025. 
Over the years, emphasis on how the use of agent technology was significantly capable of solving large scale 
distributed system problems. On the other hand, testing agent technology in cloud system networks will leverage 
some of its high power usage challenges, being that agents are flexible and easily interact with each other on a 
network to achieve a set goal.  
Therefore, the remaining part of this paper is sectioned as follows: section 2, reviews on related works; section 
3 agent activities; section 4 overview of proposed agent model and result analysis, section 5 conclusion and future 
work. 
 
. 
2 Related Work 
    
Technical white papers and academic research articles have described methods for modelling power based on 
experience or data centre subsystem design. Insights from their previous works have led to constant improvement 
and understanding of the cloud system requirement. However, the irresistible fact from S Mittal et al.[5,6] work 
shows that more than 100 million videos are watched via YouTube per day. At the same time, Facebook has more 
than 400 million active users and 3 billion photos uploaded every month. Data centres power all these activities 
through their computation-intensive software programs. Based on the high-level traffic activities, the data centre 
process per minute and some traditional systems build-in not too agile and resilience to cope with the pressure of 
new inflow of traffic experience leaves the quest for an energy-efficient DC in limbo. Therefore, understanding 
not just the mechanism of operating the data centre but also the structural design will help minimise the power 
usage by the system. Related works on data centre energy efficiency have focused on different factors (from 
scheduling to allocation polices and then to some parts of the hardware. The authors [7] based their research 
findings on traditional x86 enterprise server architecture which when compared to the sophisticated transaction 
expected of the modern data centre can’t compete because the energy-efficient tools were not the target at the 
time. Many studies on power usage within the data centres used the dynamic voltage frequency scaling (DVFS) 
management technique to predict the amount of power used at every given traffic transaction. The author [8], 
summarised the energy consumption of the hardware components of DC up to 2010. Fan et al. [9] focused on 
DC energy model based on just CPU utilisation. Work from [9] on processors in FD-SOI shown the effect setting 
a justification near-threshold on DC technology is capable of running a dual-core Cortex processor at 1GHz at 
the supply voltage of 0.6V. 
 
3 The Proposed System 
 
3.1 Overview of Agent Technology and its Activities 
An agent is an intelligent computational entity that can act on its own or behalf of other entities (be it on stand-
alone or embedded basic) to achieve a set goal.  Agent technology has two perspectives the end-user agent 
perspective and the software perspective. Agent technology can also be stationary and Mobile. A stationary agent 
is an agent that just stays in the same system; it initially started its execution process. In contrast, the mobile agent 
is not bound to one system; it can begin its execution process in one network and then end up in another because 
of its unique ability to transport itself to other networks. In this work, we are considering a mobile agent called 
Java agent. The aim is to use an agent in an applet form to communicate with cloud complex distributed network 
without more induced complexity while reducing the power consumption rate. 
In this paper, the agent used has the following features: 
• Autonomy: The ability to act on its own to a certain degree and adapt to system traffic demand change. This reduces 
the rate of technical errors and the human struggle to keep up with the operational challenge. 
• Re-activity: The ability of the mobile agent to react to external events, stimuli and consequently adapt to a sudden 
change in the system performance, then make a quick decision to suit the system state. 
• Communicative: The mobile agent must have the ability to communicate with the network and other agents (in 
case of multi-agent scenario) to achieve a given goal. 
• Learning:  The java agent can learn from the network performance, then improve the performance by making 
adjustable decisions as it keeps actively interacting with the executable environment. 
With regards to the use of mobile agent within the cloud environment, not much work has been done using this 
lightweight mobile agent technology; thereby making our proposed method a novel approach to tackling the 
challenges that face cloud technology, especially in the area of energy efficiency. According to Claudio et al-
2017, cloud computing relies on the geographical distribution of a data centre network to function. Agent 
activities are thereby highly recommended for cloud network design due to these three agent attributes:  1, Agents 
are actively at their best, where the problem domain is geographically distributed. 2. The subsystem exists in a 
dynamic environment 3. The subsystem regularly interacts with each other flexibly [10]. Therefore, considering 
the domain of cloud networks and data centre activities, the agent-based system technology is well suited for use 
in solving the complexity of the network. Related literature research has shown that agent technology has already 
been deployed to many aspect ad-hoc networks, road traffic control [11] and fault detection. The framework in 
figure 1 shows the structure, link and advantageous effect mobile agent leverages for the cloud system. 
 
 
 
Figure1: Cloud-Java mobile agent framework  
 
3.2 Data Centre System Model 
In this section, the description of the data centre system model used for this experiment is made clear. This paper 
considers a three-tier data centre topology, shown in figure 2. The data centre consists of three structural layers—
the core layer containing (n/2)2 n-port switches. The centre layer (aggregation level) contains n/2 switches, i.e. 
one pod has n n-port switches, and the last layer (The Access Layer) connects to the servers also called hosts. In 
this work, we also study cisco power consumption of the 8-port(2960-8TC-L), 24-port(2960-24TC-L), and 48-
port(2960-48TC-L) cisco switches are 12W, 27W and 39W[12] to have an insight of what to expect from 
stimulation environment with our synthesised topology. 
 
 
 
 
 
 
 
 
 
Figure2: Data centre architectural design used for this Model 
 
This system has two core switches, four aggregation switches, six access switches, 48links and N-heterogeneous 
physical nodes. Each server then has this attribute: CPU performance defined in millions of instructions per 
second(MIPS), amount of RAM and bandwidth.SLA is negotiated and agreed upon by the service provider and 
the user, depending on the QoS requirement. If there is any discrepancy with the SLA, the service provider bears 
the responsibility. This setup consists of a software layer whereby the global and local manager function with an 
embedded agent in between. The global manager receives a request from users, sends it to the local network 
manager while the local agent autonomously migrates VMs according to the specified requirement and threshold. 
The Java agent then sorts out the underutilised servers and switches on the aggregation and access layer then 
powers it off or puts it in sleep mode depending on a particular threshold requirement. In this system model, the 
server has a multicore CPUs. Each multicore CPU has K cores, and each core has M MIPs as a single-core which 
make the CPU sum up its total capacity as K*M MIPS. Table 1 below gives a clear description of the server 
specification and configuration used in this research work. 
 
Table 1: Servers Specifications. 
 
 
The Java agent has two deployment modes into the system model (time-based and daemon-base.). An agent is 
thereby sent to the server and switch nodes at a set time to check the utilisation level. The server can be shut 
down by the agent if it is under-utilised and switches made inactive if it is lower than the fixed performance 
capacity. 
 
 
Figure 3: The agent-based flowchart used for DC system model implementation. 
 
Building an algorithm from the flowchart in figure 3, we, therefore, present the mathematical backing for our 
working simulation. Given a detailed insight of the components that consume the most power rate during 
processing time. Following up from our previous work, Therefore, we consider the power consumption model 
for switches (𝑃𝑠𝑤𝑖)as: 
 
𝑷𝒔𝒘𝒊 = 𝑷𝒄𝒉𝒊 + ∑ 𝑷𝒍𝒄𝒋
𝒏𝒍𝒄
𝒋=𝟏
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where 
 Uij: Utilisation factor of an active port j per switch i 
Pchi: Power consumed by a switch i base on     hardware chassis 
 𝑃𝑙𝑐 : Power consumed by the active line-cards 
𝑃𝑟𝑖 : Power consumed by the active port running at a transmission rate ‘r’ 
 𝑃𝑎𝐿𝑐𝑠𝑤𝑖 : power consumed by the switch when the agent controls the line-card 
𝑛𝑙𝑐: the number of linecard. 
𝑛𝑝𝑖: number of ports 
𝑷𝒂𝑳𝒄𝒔𝒘𝒊 = 𝑷𝒄𝒉𝒊 + ∑(𝟏 − 𝜷𝒋)𝑷𝒍𝒄𝒋
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𝛽𝑖 = {
0       𝑖𝑓 𝑎 𝑙𝑖𝑛𝑒𝑐𝑎𝑟𝑑 𝑖𝑠 𝑒𝑛𝑎𝑏𝑙𝑒𝑑
1       𝑖𝑓𝑎 𝑙𝑖𝑛𝑒𝑐𝑎𝑟𝑑 𝑖𝑠 𝑑𝑖𝑠𝑎𝑏𝑙𝑒𝑑
𝑜𝑡ℎ𝑒𝑟𝑤𝑖𝑠𝑒 𝑜𝑝𝑒𝑟𝑎𝑡𝑖𝑜𝑛𝑎𝑙 𝑏𝑦 𝑡ℎ𝑒 𝑎𝑔𝑒𝑛𝑡
 
 
Where 𝛽𝑖 is between 0 & 1 and is used by the agent to control the linecard operation. 
Now simplifying equation 2 further we then get: 
 
𝑷𝒂𝑳𝒄𝒔𝒘𝒊 = 𝑷𝒔𝒘𝒊 − ∑ 𝜷𝒋𝑷𝒍𝒄𝒋
𝒏𝒍𝒄
𝒋=𝟏
                       (3) 
 
Considering the agent activities on the switches, 𝛼𝑖 is tabulated below as 
 
𝛼𝑖 = {
0        𝑖𝑓 𝑎 𝑠𝑤𝑖𝑡𝑐ℎ 𝑖𝑠 𝑜𝑓𝑓
1       𝑖𝑓   𝑎 𝑠𝑤𝑖𝑡𝑐ℎ 𝑖𝑠 𝑜𝑛.
𝑜𝑡ℎ𝑒𝑟𝑤𝑖𝑠𝑒 𝑜𝑝𝑒𝑟𝑎𝑡𝑖𝑜𝑛𝑎𝑙 𝑏𝑦 𝑡ℎ𝑒 𝑎𝑔𝑒𝑛𝑡
 
 
Where 𝛼𝑖 is between 0 &1 and is used by the agent to control the switch operation. 
𝛼𝑖 = 0 means the whole switches are powered off, 
𝛼𝑖 = 1 means the switches are fully active. 
Therefore, the total power consumed by an agent switch  follows as: 
                             
𝑷𝒂𝒈𝒆𝒏𝒕𝒔𝒘𝒊 =  𝛼𝑖 ∗ 𝑷𝒂𝑳𝒄𝒔𝒘𝒊                     (4) 
    
To a great extent, 𝛼𝑖 is strongly related to 𝛽𝑖 in the case where all the networkcard of a given switch are disabled, 
then the switch itself should be turn-off. 
Then for the server power consumption(𝑃𝑠𝑟𝑣𝑖) The calculation, we used this formula also: 
 
𝑷𝒔𝒓𝒗𝒊 = 𝑷𝒄𝒑𝒖 + 𝑷𝒎𝒆𝒎𝒐𝒓𝒚 + 𝑷𝒇𝒂𝒏 + 𝑷𝒊𝒐                   (5) 
 
Following the same reasoning as in the switch formulation in equation 2 & 3, the power consumed by the server 
under the intelligent of the agent follows the same logic and parameter as the 𝛼𝑖𝑎𝑛𝑑 𝛽𝑖in switches, however in 
this case measures for 𝑐𝑝𝑢, 𝑚𝑒𝑚𝑜𝑟𝑦, 𝑓𝑎𝑛 𝑎𝑛𝑑 𝑃𝑜𝑟𝑡𝑠 .The power consumed by the fan is related to the power 
consumed by the CPU & memory, and this result can only be obtained by simulation. The load balancing of the 
VM is determined by the set power threshold.                  
 
 
 4 Result Evaluation 
 
In this section, the mobile agent results of various simulation outputs are evaluated for both time-based and 
daemon based, respectively. For this simulation, the Cloudsim simulation platform was used. Cloudsim is written 
in Java and therefore proved to be both simple and effective to implement with the proposed mobile agent in this 
case called Java agent. 
In the first simulation instance, a datacenter with X number of hosts, VMs and Cloudlets were used for the no-
agent, time-based and daemon-based methods. Table 2 shows the different data centre configurations used for 
the number of Hosts, VMs and Cloudlets along with the total power consumption used by each agent type.  
 
 
Table 2: Data configuration component and its power output on different agent scenario  
 
 
 
From these results obtained from the set experiment, it is clear that the power consumption used by both the time-
based and daemon-based agents is significantly lower than that of the no-agent approach by more than 25% 
efficiency. This paper has used different time frequencies ranging from 100 seconds,60 seconds,40 seconds, 20 
seconds and 5 seconds to obtain a proof-of-concept dataset that both the time-based and the daemon-based agent 
methods significantly reduce the power consumption within a cloud data centre network. 
Table 3 shows the power consumption used by all three approaches split between host and switch power 
consumption, further demonstrating the power savings between the two. 
 
Table 3 - Total and Split Host and Switch power consumption 
 
 
 
Furthermore, this is consistent as the data centre increases in both resource and workload size. The graphical 
representation in figure 4 shows the impact of our finding and when its compared to other previous research 
works gives a more promising result and more efficient way of operating the DC network. 
 
 
 
 
 
 
Figure 4a: Performance evaluation of all three agent types on the server 
 
 
 
 
 
Figure 4b –Compares the performances of traditional DC power usage rate with Mobile agent-based DC 
 
 
 
 
Figure 4c:-Comparing Mobile agent policy to other existing policies. 
 
Observations from the graphical representation in figure 4(a &b) show that at all levels, the mobile agent was 
able to minimise energy efficiently without sabotaging the performance of the system. 
From the results in figures 4, the data obtained has proven that the use of an agent increases the agility of the 
system, therefore reduces the operational cost of maintaining a data centre network. Figure 4c clearly shows that 
the performance of the mobile agent in the network was outstanding with no significant service violation of the 
system. 
 
5 Conclusion and Future work 
 
The proposed agent technology has a unique new technique of communicating efficiently with the data centre 
network under reduced power usage rate. This agent technique investigates the DC system efficiency from 
energy, performance and traffic-related perspectives. The experimental result produced showed several properties 
from DC components that consume a higher amount of energy and how the agent technique excellently migrates 
resources to reduce congestion and minimise high power usage rate. The java agent flexibly controls the DC 
system with no downtime and less technical error due to its adaptive nature. The mobile agent was able to 
asynchronously and independently monitor the system performance and power consumption rate on both the 
switches and servers. The introduction of time-based and demon-based agent in the cloud DC network is an 
entirely new novel approach to energy saving in DC. Therefore, this approach is intelligently positioned to 
becoming an essential tool for academy and industry researcher specialists for scaling and dynamically managing 
cloud DC network complexities. 
Future work will continue to work on other parameters we didn’t consider in this work. This novel approach will 
then be used to model the complete system power consumption rate mathematically taking into consideration the 
service level violation rata involved during its activity. 
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